TABLE H-19
ELECTRICAL EQUIPMENT HAZARDOUS
AREAS--SERVICE STATIONS

Class Extent of
L ocation | Group D classified

division area

Underground tank:

Fill opening 1 Any pit, box or space below grade level, any part of
which iswithin the Division 1 or 2 classified area.

2 Up to 18 inches above grade level within a horizontal
radius of 10 feet from aloosefill connection and
within a horizontal radius of 5 feet from atight fill
connection.

Vent--Discharging upward 1 Within 3 feet of open end of vent, extending in all
directions.

2 Area between 3 feet and 5 feet of open end of vent,
extending in al directions.

Dispenser:

Pits 1 Any pit, box or space below grade level, any part of
which iswithin the Division 1 or 2 classified area.

Dispenser enclosure 1 The area 4 feet vertically above base within the
enclosure and 18 inches horizontally in all directions.

Outdoor 2 Up to 18 inches above grade level within 20 feet
horizontally of any edge of enclosure.

Indoor: With mechanical

Ventilation 2 Up to 18 inches above grade or floor level within 20
feet horizontally of any edge of enclosure.

With gravity ventilation 2 Up to 18 inches above grade or floor level within 25
feet horizontally of any edge of enclosure.

Remote pump--Outdoor 1 Any pit, box or space below grade level if any part is
within a horizontal distance of 10 feet from any edge
of pump.

2 Within 3 feet of any edge of pump, extending in all
directions.

Also up to 18 inches above grade level within 10 feet
horizontally from any edge of pump.

Remote pump--1ndoor 1 Entire area within any pit.

2 Within 5 feet of any edge of pump, extending in all
directions.

Also up to 3 feet above floor or grade level within 25
feet horizontally from any edge of pump.

Lubrication or service 1 Entire area within any pit.

2 Areaup to 18 inches above floor or grade level
within entire lubrication room.

Dispenser for Class| Liquids 2 Within 3 feet of any fill or dispensing point,
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Sales, storage and rest

Rooms Ordinary
extent of a

extending in all directions.

Entire enclosure.

If there is any opening to these rooms within the

Division 1 area, the entire room shall be classified as
Division 1.



